Sample Information:

Laboratory Results

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

Type: Drinking Water
Origin: Raw Well

receipt at the lab and is responsible only for the certified tests requested. Routine
575 Broad Hollow Road, Melville, NY 11747
TEL: (631) 694-3040 FAX: (631) 420-8436
www.pacelabs.com
Hampton Bays Water District Lab No. : 7060937001
P.O. Box 1013 Client Sample ID.: S-15687

Hampton Bays, NY 11946

Attn To : Rob King

Federal ID: 5103704

Collected : 08/08/2018 07:50 AM Point No: S-15687
Received : 08/08/2018 03:50 PM Location: Well #1-1
Collected By : CLIENT

Analytical Method:EPA 200.7

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:
Manganese <0.010 1 mg/L 0.3 08/10/2018 1:35 PM 001 BP4N1/1

Analytical Method:EPA 218.7

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:
Chromium, Hexavalent 0.44 N2 2 ug/L 08/15/2018 11:41 001 BP3R1/1
Qualifiers:

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in ’ &’@/

sample preparation, dilution of the sample aliquot, or moisture content. 2

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting Kimberley Mack

limit.Estimated value - below calibration range Test results meet the requirements of NELAC

U - Indicates the compound was analyzed for, but not detected unless otherwise noted.
Result(s) reported meet(s) NYS Regulatory Limit(s). This report shall not be reproduced except in full,
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted. without the written approval of the laboratory.
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Sample Information:

Laboratory Results

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

Type: Drinking Water
Origin: Raw Well

receipt at the lab and is responsible only for the certified tests requested. Routine
575 Broad Hollow Road, Melville, NY 11747
TEL: (631) 694-3040 FAX: (631) 420-8436
www.pacelabs.com
Hampton Bays Water District Lab No. : 7060937002
P.O. Box 1013 Client Sample ID.: S-24848

Hampton Bays, NY 11946

Attn To : Rob King

Federal ID: 5103704

Collected : 08/08/2018 08:05 AM Point No: S-24848
Received : 08/08/2018 03:50 PM Location: Well #1-2
Collected By : CLIENT

Analytical Method:EPA 200.7

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:
Manganese 0.25 1 mg/L 0.3 08/10/2018 1:36 PM 002 BP4N1/1

Analytical Method:EPA 218.7

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:
Chromium, Hexavalent 0.34 N2 2 ug/L 08/15/2018 12:20 35410219002
Qualifiers:

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in ’ &’@/

sample preparation, dilution of the sample aliquot, or moisture content. 2

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting Kimberley Mack

limit.Estimated value - below calibration range Test results meet the requirements of NELAC

U - Indicates the compound was analyzed for, but not detected unless otherwise noted.
Result(s) reported meet(s) NYS Regulatory Limit(s). This report shall not be reproduced except in full,
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted. without the written approval of the laboratory.

Date Reported: ~ 08/16/2018 page 2 of 19



Sample Information:

Laboratory Results

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

Type: Drinking Water
Origin: Raw Well

receipt at the lab and is responsible only for the certified tests requested. Routine
575 Broad Hollow Road, Melville, NY 11747
TEL: (631) 694-3040 FAX: (631) 420-8436
www.pacelabs.com
Hampton Bays Water District Lab No. : 7060937003
P.O. Box 1013 Client Sample ID.: S-31636

Hampton Bays, NY 11946
Attn To : Rob King
Federal ID: 5103704
Collected : 08/08/2018 08:10 AM Point No: S-31636
Received : 08/08/2018 03:50 PM Location: Well #1-3
Collected By : CLIENT
Sample Comments:
RUN TO WASTE

Analytical Method:EPA 200.7

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:
Manganese 0.013 1 mg/L 0.3 08/10/2018 1:37 PM 003 BP4N1/1

Analytical Method:EPA 218.7

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:
Chromium, Hexavalent 0.090 N2 1 ug/L 08/14/2018 7:52 PM 003 BP3R1/1
Qualifiers:

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in ’ &’@/

sample preparation, dilution of the sample aliquot, or moisture content. 2

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting Kimberley Mack

limit.Estimated value - below calibration range Test results meet the requirements of NELAC

U - Indicates the compound was analyzed for, but not detected unless otherwise noted.
Result(s) reported meet(s) NYS Regulatory Limit(s). This report shall not be reproduced except in full,
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted. without the written approval of the laboratory.

Date Reported:  08/16/2018 page 3 of 19



Laboratory ReSUItS Sample Information:

Type: Drinking Water
Results for the samples and analytes requested Origin: Raw Well
The lab is not directly responsible for the integrity of the sample before gin: awwe

receipt at the lab and is responsible only for the certified tests requested. Routine
575 Broad Hollow Road, Melville, NY 11747
TEL: (631) 694-3040 FAX: (631) 420-8436
www.pacelabs.com
Hampton Bays Water District Lab No. : 7060937004
P.O. Box 1013 Client Sample ID.: S-50970

Hampton Bays, NY 11946

Attn To : Rob King

Federal ID: 5103704

Collected : 08/08/2018 08:40 AM Point No: S-50970
Received : 08/08/2018 03:50 PM Location: Well #2-1
Collected By : CLIENT

Analytical Method:EPA 218.7

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Chromium, Hexavalent 0.53 N2 2 ug/L 08/15/2018 12:33 004 BP3R1/1
Analytical Method:EPA 522 Prep Method: EPA 522 Prep Date: 08/10/2018 12:53

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:
1,4-Dioxane (p-Dioxane) 0.064 1 ug/L 08/10/2018 9:06 PM 004 AG2R1/4
Surr: 1,4-Dioxane-d8 (S) 103% 1 %REC 08/10/2018 9:06 PM 004 AG2R1/4
Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in ’ &’@/
sample preparation, dilution of the sample aliquot, or moisture content. 2
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting Kimberley Mack
limit.Estimated value - below calibration range Test results meet the requirements of NELAC
U - Indicates the compound was analyzed for, but not detected unless otherwise noted.

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Date Reported: 08/16/2018 page 4 0of 19

This report shall not be reproduced except in full,
without the written approval of the laboratory.



Laboratory ReSUItS Sample Information:

Type: Drinking Water
Results for the samples and analytes requested Origin: Raw Well
The lab is not directly responsible for the integrity of the sample before gin: awwe

receipt at the lab and is responsible only for the certified tests requested. Routine
575 Broad Hollow Road, Melville, NY 11747
TEL: (631) 694-3040 FAX: (631) 420-8436
www.pacelabs.com
Hampton Bays Water District Lab No. : 7060937005
P.O. Box 1013 Client Sample ID.: S-74071

Hampton Bays, NY 11946

Attn To : Rob King

Federal ID: 5103704

Collected : 08/08/2018 08:55 AM Point No: S-74071
Received : 08/08/2018 03:50 PM Location: Well #2-2
Collected By : CLIENT

Analytical Method:EPA 218.7

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Chromium, Hexavalent 0.56 N2 2 ug/L 08/15/2018 12:46 005 BP3R1/1
Analytical Method:EPA 522 Prep Method: EPA 522 Prep Date: 08/10/2018 12:53

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:
1,4-Dioxane (p-Dioxane) 0.073 1 ug/L 08/10/2018 10:26 005 AG2R1/4
Surr: 1,4-Dioxane-d8 (S) 92% 1 %REC 08/10/2018 10:26 005 AG2R1/4
Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in ’ &’@/
sample preparation, dilution of the sample aliquot, or moisture content. 2
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting Kimberley Mack
limit.Estimated value - below calibration range Test results meet the requirements of NELAC
U - Indicates the compound was analyzed for, but not detected unless otherwise noted.

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Date Reported: ~ 08/16/2018 page5 of 19

This report shall not be reproduced except in full,
without the written approval of the laboratory.



Laboratory Results

Sample Information:

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

Type: Drinking Water
Origin: Raw Well

receipt at the lab and is responsible only for the certified tests requested. Routine
575 Broad Hollow Road, Melville, NY 11747
TEL: (631) 694-3040 FAX: (631) 420-8436
www.pacelabs.com
Hampton Bays Water District Lab No. : 7060937006
P.O. Box 1013 Client Sample ID.: S-58350

Hampton Bays, NY 11946

Attn To : Rob King

Federal ID: 5103704

Collected : 08/08/2018 09:45 AM Point No: S-58350
Received : 08/08/2018 03:50 PM Location: Well #3-1
Collected By : CLIENT

Analytical Method:EPA 218.7

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:
Chromium, Hexavalent 0.57 N2 2 ug/L 08/15/2018 12:59 006 BP3R1/1
Qualifiers:

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range

U - Indicates the compound was analyzed for, but not detected

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Date Reported: ~ 08/16/2018 page 6 of 19

Hlelf e

Kimberley Mack

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.



Laboratory Results

Sample Information:

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

Type: Drinking Water
Origin: Raw Well

receipt at the lab and is responsible only for the certified tests requested. Routine
575 Broad Hollow Road, Melville, NY 11747
TEL: (631) 694-3040 FAX: (631) 420-8436
www.pacelabs.com
Hampton Bays Water District Lab No. : 7060937007
P.O. Box 1013 Client Sample ID.: S-58351

Hampton Bays, NY 11946

Attn To : Rob King

Federal ID: 5103704

Collected : 08/08/2018 09:35 AM Point No: S-58351
Received : 08/08/2018 03:50 PM Location: Well #3-2
Collected By : CLIENT

Analytical Method:EPA 218.7

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:
Chromium, Hexavalent 0.40 N2 2 ug/L 08/15/2018 1:12 PM 007 BP3R1/1
Qualifiers:

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range

U - Indicates the compound was analyzed for, but not detected

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Date Reported: ~ 08/16/2018 page7 of 19

Hlelf e

Kimberley Mack

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.



Laboratory Results

Sample Information:

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

Type: Drinking Water
Origin: Raw Well

receipt at the lab and is responsible only for the certified tests requested. Routine
575 Broad Hollow Road, Melville, NY 11747
TEL: (631) 694-3040 FAX: (631) 420-8436
www.pacelabs.com
Hampton Bays Water District Lab No. : 7060937008
P.O. Box 1013 Client Sample ID.: S-58352

Hampton Bays, NY 11946

Attn To : Rob King

Federal ID: 5103704

Collected : 08/08/2018 09:55 AM Point No: S-58352
Received : 08/08/2018 03:50 PM Location: Well #3-3
Collected By : CLIENT

Analytical Method:EPA 218.7

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:
Chromium, Hexavalent 0.36 N2 2 ug/L 08/15/2018 1:25 PM 008 BP3R1/1
Qualifiers:

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range

U - Indicates the compound was analyzed for, but not detected

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Date Reported: ~ 08/16/2018 page 8 of 19

Hlelf e

Kimberley Mack

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.



Laboratory Results

Sample Information:

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

Type: Drinking Water
Origin: Raw Well

receipt at the lab and is responsible only for the certified tests requested. Routine
575 Broad Hollow Road, Melville, NY 11747
TEL: (631) 694-3040 FAX: (631) 420-8436
www.pacelabs.com
Hampton Bays Water District Lab No. : 7060937009
P.O. Box 1013 Client Sample ID.: S-108065

Hampton Bays, NY 11946

Attn To : Rob King

Federal ID: 5103704

Collected : 08/08/2018 09:20 AM Point No: S-108065
Received : 08/08/2018 03:50 PM Location: Well #4-1
Collected By : CLIENT

Analytical Method:EPA 218.7

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:
Chromium, Hexavalent 0.25 N2 1 ug/L 08/14/2018 9:10 PM 009 BP3R1/1
Qualifiers:

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range

U - Indicates the compound was analyzed for, but not detected

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Date Reported: ~ 08/16/2018 page 9 of 19

Hlelf e

Kimberley Mack

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.



Laboratory Results

Sample Information:

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

Type: Drinking Water
Origin: Raw Well

receipt at the lab and is responsible only for the certified tests requested. Routine
575 Broad Hollow Road, Melville, NY 11747
TEL: (631) 694-3040 FAX: (631) 420-8436
www.pacelabs.com
Hampton Bays Water District Lab No. : 7060937010
P.O. Box 1013 Client Sample ID.: S-108066

Hampton Bays, NY 11946

Attn To : Rob King

Federal ID: 5103704

Collected : 08/08/2018 09:25 AM Point No: S-108066
Received : 08/08/2018 03:50 PM Location: Well #4-2
Collected By : CLIENT

Analytical Method:EPA 218.7

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:
Chromium, Hexavalent 0.055 N2 1 ug/L 08/14/2018 9:23 PM 010 BP3R1/1
Qualifiers:

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range

U - Indicates the compound was analyzed for, but not detected

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Date Reported: ~ 08/16/2018 page 10 of 19

Hlelf e

Kimberley Mack

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.



Laboratory Results

Sample Information:

Type: Drinking Water
Result; for the samples and gnaly?es requested Origin: Raw Well
The lab is not directly responsible for the integrity of the sample before
receipt at the lab and is responsible only for the certified tests requested. Routine
575 Broad Hollow Road, Melville, NY 11747
TEL: (631) 694-3040 FAX: (631) 420-8436
www.pacelabs.com

Hampton Bays Water District Lab No. : 7060937011
P.O. Box 1013 Client Sample ID.: S-127163
Hampton Bays, NY 11946
Attn To : Rob King
Federal ID: 5103704
Collected : 08/08/2018 10:10 AM Point No: S-127163
Received : 08/08/2018 03:50 PM Location: Well #5-1
Collected By : CLIENT

Analytical Method:EPA 218.7

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Chromium, Hexavalent 0.38 N2,M1 2 ug/L 08/15/2018 1:38 PM 011 BP3R1/1

Analytical Method:EPA 524.2

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

1,1,1,2-Tetrachloroethane <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
1,1,1-Trichloroethane <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
1,1,2,2-Tetrachloroethane <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
1,1,2-Trichloroethane <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
1,1,2-Trichlorotrifluoroethane <0.50 N3 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
1,1-Dichloroethane <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
1,1-Dichloroethene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
1,1-Dichloropropene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
1,2,3-Trichlorobenzene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
1,2,3-Trichloropropane <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
1,2,4-Trichlorobenzene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
1,2,4-Trimethylbenzene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
1,2-Dichlorobenzene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
1,2-Dichloroethane <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
1,2-Dichloropropane <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
1,3,5-Trimethylbenzene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
1,3-Dichlorobenzene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
1,3-Dichloropropane <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
1,4-Dichlorobenzene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
2,2-Dichloropropane <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
2-Chlorotoluene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
4-Chlorotoluene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Benzene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Bromobenzene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Bromochloromethane <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Bromodichloromethane <0.50 1 ug/L 08/15/2018 7:28 PM 011 VG9C1/2
Bromoform <0.50 1 ug/L 08/15/2018 7:28 PM 011 VG9C1/2
Bromomethane <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Carbon tetrachloride <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Chlorobenzene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Chlorodifluoromethane <0.50 N3 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Chloroethane <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Chloroform 1.0 1 ug/L 08/15/2018 7:28 PM 011 VG9C1/2
Chloromethane <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Dibromochloromethane <0.50 1 ug/L 08/15/2018 7:28 PM 011 VG9C1/2

Qualifiers:

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.

ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range

U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Result(s) reported meet(s) NYS Regulatory Limit(s).

Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

page 11 of 19

Hlelf e

Kimberley Mack

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,

without the written approval of the laboratory.



Laboratory Results

Sample Information:

Type: Drinking Water
Result; for the samples and gnaly?es requested Origin: Raw Well
The lab is not directly responsible for the integrity of the sample before
receipt at the lab and is responsible only for the certified tests requested. Routine
575 Broad Hollow Road, Melville, NY 11747
TEL: (631) 694-3040 FAX: (631) 420-8436
www.pacelabs.com
Hampton Bays Water District Lab No. : 7060937011
P.O. Box 1013 Client Sample ID.: S-127163
Hampton Bays, NY 11946
Attn To : Rob King
Federal ID: 5103704
Collected : 08/08/2018 10:10 AM Point No: S-127163
Received : 08/08/2018 03:50 PM Location: Well #5-1
Collected By : CLIENT
Dibromomethane <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Dichlorodifluoromethane <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Ethylbenzene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Hexachloro-1,3-butadiene <0.50 L2 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Isopropylbenzene (Cumene) <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Methyl-tert-butyl ether <0.50 1 ug/L 10 08/15/2018 7:28 PM 011 VG9C1/2
Methylene Chloride <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Styrene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Tetrachloroethene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Toluene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Total Trihalomethanes (Calc.) 1.0 1 ug/L 80 08/15/2018 7:28 PM 011 VG9C1/2
Trichloroethene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Trichlorofluoromethane <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Vinyl chloride <0.50 1 ug/L 2 08/15/2018 7:28 PM 011 VG9C1/2
cis-1,2-Dichloroethene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
cis-1,3-Dichloropropene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
mé&p-Xylene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
n-Butylbenzene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
n-Propylbenzene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
o-Xylene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
p-Isopropyltoluene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
sec-Butylbenzene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
tert-Butylbenzene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
trans-1,2-Dichloroethene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
trans-1,3-Dichloropropene <0.50 1 ug/L 5 08/15/2018 7:28 PM 011 VG9C1/2
Surr: 1,2-Dichlorobenzene-d4 (S) 82% 1 %REC 08/15/2018 7:28 PM 011 VG9C1/2
Surr: 4-Bromofluorobenzene (S) 89% 1 %REC 08/15/2018 7:28 PM 011 VG9C1/2

Qualifiers:

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range

U - Indicates the compound was analyzed for, but not detected

See qualifiers page for additional qualifier definitions.

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Hlelf e

Kimberley Mack

Test results meet the requirements of NELAC
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unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.



Laboratory Results

Sample Information:

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

Type: Drinking Water
Origin: Raw Well

receipt at the lab and is responsible only for the certified tests requested. Routine
575 Broad Hollow Road, Melville, NY 11747
TEL: (631) 694-3040 FAX: (631) 420-8436
www.pacelabs.com
Hampton Bays Water District Lab No. : 7060937012
P.O. Box 1013 Client Sample ID.: COMBINED EFFLUENT

Hampton Bays, NY 11946

Attn To : Rob King

Federal ID: 5103704

Collected : 08/08/2018 08:20 AM Point No: COMBINED
Received : 08/08/2018 03:50 PM Location:

Collected By : CLIENT

Analytical Method:EPA 200.7

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:
Manganese 0.085 1 mg/L 0.3 08/10/2018 1:38 PM 012 BP4N1/1
Qualifiers:

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range

U - Indicates the compound was analyzed for, but not detected

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Date Reported: ~ 08/16/2018 page 13 of 19

Hlelf e

Kimberley Mack

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.



Sample Information:

Laboratory Results

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

Type: Drinking Water
Origin: Distribution

receipt at the lab and is responsible only for the certified tests requested. Routine
575 Broad Hollow Road, Melville, NY 11747
TEL: (631) 694-3040 FAX: (631) 420-8436
www.pacelabs.com
Hampton Bays Water District Lab No. : 7060937013
P.O. Box 1013 Client Sample ID.: COMBINED DIST.

Hampton Bays, NY 11946

Attn To : Rob King

Federal ID: 5103704

Collected : 08/08/2018 08:20 AM Point No: COMBINED DIST.
Received : 08/08/2018 03:50 PM Location:

Collected By : CLIENT

Analytical Method:EPA 200.7

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:
Manganese 0.086 1 mg/L 0.3 08/10/2018 1:39 PM 013 BP4N1/1
Qualifiers:

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in ’ &’@/

sample preparation, dilution of the sample aliquot, or moisture content. 2

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting Kimberley Mack

limit.Estimated value - below calibration range Test results meet the requirements of NELAC

U - Indicates the compound was analyzed for, but not detected unless otherwise noted.
Result(s) reported meet(s) NYS Regulatory Limit(s). This report shall not be reproduced except in full,
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted. without the written approval of the laboratory.

Date Reported: 08/16/2018 page 14 of 19



575 Broad Hollow Road, Melville, NY 11747
TEL: (631) 694-3040 FAX: (631) 420-8436
www.pacelabs.com
WorkOrder :

7060937 Laboratory Certifications

Ormond Beach Certification IDs
8 East Tower Circle, Ormond Beach, FL 32174
Alabama Certification #: 41320
Connecticut Certification #: PH-0216
Florida Certification #: E83079
Georgia Certification #: 955
Guam Certification: FL NELAC Reciprocity
Hawaii Certification: FL NELAC Reciprocity
lllinois Certification #: 200068
Indiana Certification: FL NELAC Reciprocity
Kansas Certification #: E-10383
Kentucky Certification #: 90050
Louisiana Certification #: FL NELAC Reciprocity
Louisiana Environmental Certificate #: 05007
Maryland Certification: #346
Michigan Certification #: 9911
Mississippi Certification: FL NELAC Reciprocity
Missouri Certification #: 236
Montana Certification #: Cert 0074
Nebraska Certification: NE-OS-28-14
Nevada Certification: FL NELAC Reciprocity
New Hampshire Certification #: 2958
New Jersey Certification #: FL022
New York Certification #: 11608
North Carolina Environmental Certificate #: 667
North Carolina Certification #: 12710
North Dakota Certification #: R-216
Oklahoma Certification #: D9947
Pennsylvania Certification #: 68-00547
Puerto Rico Certification #: FL01264
South Carolina Certification: #96042001
Tennessee Certification #: TN02974
Texas Certification: FL NELAC Reciprocity
US Virgin Islands Certification: FL NELAC Reciprocity
Virginia Environmental Certification #: 460165
Wyoming Certification: FL NELAC Reciprocity
West Virginia Certification #: 9962C
Wisconsin Certification #: 399079670
Wyoming (EPA Region 8): FL NELAC Reciprocity

Long Island Certification IDs
575 Broad Hollow Rd, Melville, NY 11747
New York Certification #: 10478 Primary Accrediting Body
New Jersey Certification #: NY158

Date Reported:  08/16/2018 page 15 of 19



575 Broad Hollow Road, Melville, NY 11747
TEL: (631) 694-3040 FAX: (631) 420-8436
www.pacelabs.com
WorkOrder :

7060937 Laboratory Certifications

Long Island Certification IDs
Pennsylvania Certification #: 68-00350
Connecticut Certification #: PH-0435
Maryland Certification #: 208
Rhode Island Certification #: LAO00340
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987

Date Reported: ~ 08/16/2018 page 16 of 19



575 Broad Hollow Road, Melville, NY 11747
TEL: (631) 694-3040 FAX: (631) 420-8436
www.pacelabs.com
WorkOrder :

7060937 Qualifiers

L2 - Analyte recovery in the laboratory control sample (LCS) was below QC limits. Results for this analyte in associated
samples may be biased low.
N3 - Accreditation is not offered by the relevant laboratory accrediting body for this parameter.

Date Reported: ~ 08/16/2018 page 17 of 19
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